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MWebber
Electrical
Incomplete switch installation.

MWebber
Text Box
EI





MWebber
Electrical
Incomplete switch installation.

MWebber
Text Box
EI





MWebber
Electrical
Incomplete switch installation.

MWebber
Text Box
EI

MWebber
Electrical
Wrong Location for outlet - patch

MWebber
Text Box
WL

MWebber
Electrical
Missing Faceplate

MWebber
Text Box
MF

MWebber
Electrical
Missing Faceplate

MWebber
Text Box
MF

JPopiel
Lighting
Wrong Light

JPopiel
Text Box
WL





JPopiel
Painting
Touch Up

JPopiel
Text Box
TU

JPopiel
Painting
Touch Up

JPopiel
Text Box
TU

JPopiel
Painting
Touch Up

JPopiel
Text Box
TU

JPopiel
Painting
Touch Up

JPopiel
Text Box
TU

JPopiel
Painting
Touch Up

JPopiel
Text Box
TU

MWebber
Plumbing
Installation incomplete.

MWebber
Text Box
PI





ESchonsett
Carpentry
Wall finish not smooth, repair

ESchonsett
Text Box
WR

ESchonsett
Carpentry
Wall finish not smooth, repair

ESchonsett
Text Box
WR

ESchonsett
Carpentry
Wall finish not smooth, repair

ESchonsett
Text Box
WR

ESchonsett
Carpentry
Wall finish not smooth, repair

ESchonsett
Text Box
WR

ESchonsett
Carpentry
Wall finish not smooth, repair

ESchonsett
Text Box
WR

ESchonsett
Carpentry
Trim base joint not smooth, repair.

ESchonsett
Text Box
TB

ESchonsett
Carpentry
Trim base joint not smooth, repair.

ESchonsett
Text Box
TB

ESchonsett
Carpentry
Trim base joint not smooth, repair.

ESchonsett
Text Box
TB

ESchonsett
Carpentry
Trim damaged, repair.

ESchonsett
Text Box
TD

ESchonsett
Carpentry
Trim damaged, repair.

ESchonsett
Text Box
TD

ESchonsett
Carpentry
Mill work face frame uneven, repair/replace.

ESchonsett
Text Box
MU

ESchonsett
Carpentry
Door latch: does not work, repair.

ESchonsett
Text Box
DL

ESchonsett
Carpentry
Door latch: does not work, repair.

ESchonsett
Text Box
DL

ESchonsett
Carpentry
Door latch: does not work, repair.

ESchonsett
Text Box
DL

ESchonsett
Carpentry
Hardware: lock does not work, repair.

ESchonsett
Text Box
HL

ESchonsett
Carpentry
Hardware: lock does not work, repair.

ESchonsett
Text Box
HL

CJervey
Flooring
Tile replace chipped piece: replace grout.

CJervey
Text Box
TR

CJervey
Flooring
Tile replace chipped piece: replace grout.

CJervey
Text Box
TR

CJervey
Flooring
Tile replace chipped piece: replace grout.

CJervey
Text Box
TR

ESchonsett
Carpentry
Wall finish not smooth, repair

smoisanthomas
Text Box
WR

MWebber
Plumbing
Installation incomplete.

smoisanthomas
Text Box
PI

JPopiel
Electrical
Exposed Wires

JPopiel
Text Box
EW

JPopiel
Electrical
Exposed Wires

JPopiel
Text Box
EW

JPopiel
Lighting
Missing Light

JPopiel
Text Box
ML

JPopiel
Lighting
Missing Light

JPopiel
Text Box
ML

JPopiel
Lighting
Missing Light

JPopiel
Text Box
ML

JPopiel
Lighting
Light fixture stays on, repair.

JPopiel
Text Box
LR

JPopiel
Plumbing
Leaky faucet

JPopiel
Text Box
LF

JPopiel
Plumbing
Leaky faucet

JPopiel
Text Box
LF
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MWebber
Mechanical
Installation Incomplete

MWebber
Text Box
MI

JPopiel
Carpentry
Wall finish not smooth, repair

JPopiel
Text Box
WR

JPopiel
Carpentry
Wall finish not smooth, repair

JPopiel
Text Box
WR

JPopiel
Carpentry
Trim damaged, repair.

JPopiel
Text Box
TD

JPopiel
Carpentry
Door latch: does not work, repair.

JPopiel
Text Box
DL

JPopiel
Carpentry
Door magnet: at stop not working well, adjust.

JPopiel
Text Box
DM

CJervey
Flooring
Wrong Tile

CJervey
Text Box
WT

CJervey
Flooring
Warped Floor

CJervey
Text Box
WF

CJervey
Flooring
Warped Floor

CJervey
Text Box
WF

CJervey
Flooring
Warped Floor

CJervey
Text Box
WF

CJervey
Flooring
Warped Floor

CJervey
Text Box
WF

ESchonsett
Set to Pending

ESchonsett
Set to Pending

ESchonsett
Set to Pending

ESchonsett
Set to Pending

ESchonsett
Set to Pending

ESchonsett
Set to Pending

ESchonsett
Set to Pending

ESchonsett
Set to Pending

ESchonsett
Set to Pending

ESchonsett
Set to Pending

ESchonsett
Set to Pending

ESchonsett
Set to Pending

JPopiel
Set to Closed

JPopiel
Set to Closed

JPopiel
Set to Closed

JPopiel
Set to Closed

JPopiel
Set to Closed

JPopiel
Set to Closed

JPopiel
Set to Closed

JPopiel
Set to Closed

JPopiel
Set to Closed

JPopiel
Set to Closed

JPopiel
Set to Closed


: | 19.6 in/po/pulg x 19.6 in/po/pulg x 0.8 in/po/pulg
4 49,8 cm x 49,8 cm x 2,0 cm ACTUAL SIZE/TAILLE REELLE/TAMANO REAL




MWebber
Mechanical
Installation Incomplete

MWebber
Text Box
MI

jbean
Plumbing
Leaky faucet

jbean
Text Box
LF

jbean
Flooring
Warped Floor

jbean
Text Box
WF

jbean
Carpentry
Door latch: does not work, repair.

jbean
Text Box
DL

jbean
Lighting
Missing Light

jbean
Text Box
ML

jbean
Flooring


